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McLAIN HALL (McL)
PHYSICAL PLANT SHOP, CLASSROOMS, COMPUTER LABS.

LEE-KILDOW HALL (LKH)
ADMISSIONS, BUSINESS OFFICE, FINANCIAL AID, REGISTRAR, STUDENT SUPPORT SERVICES, OFFICE OF PLANNING, ASSESSMENT AND RESEARCH,
CLASSROOMS, COLLEGE SKILLS CENTER (MATH/SCIENCE STUDY CENTER, PEER TUTORING)

CHRISTIANSON &GYMNASIUM (E6YM)

EDMINSTER STUDENT UNION BUILDING (SUB)

MARKET FOOD COURT, EDUCATED CUP, MICA PEAK EXCHANGE (BOOKSTORE), ASNIC OFFICES, STUDENT SERVICES (ADVISING, COUNSELING,
STUDENT HEALTH), CAREER CENTER, EDUCATIONAL OPPORTUNITY CENTER (EOC), AUXILIARY SERVICES, EVENTS COORDINATOR, OUTDOOR PURSUITS
INTRAMURALS, AMERICAN INDIAN ¢ MINORITY STUDENT ADVISOR

MEYER HEALTH AND SCIENCES BUILDING (MHS)
NURSING AND HEALTH PROFESSIONS, NATURAL SCIENCES, DeARMOND AUDITORIUM, ROLPHE AUDITORIUM

SIEBERT BUILDING
COMPUTER SERVICES, CENTER FOR NEW DIRECTIONS, THE SENTINAL, CLASSROOMS

INDUSTRIAL ARTS (IND) - NOT IN CONTRACT

CARPENTRY LAB AND CLASSROOM

RESIDENCE HALL (RES) - NOT IN CONTRACT

POST HALL (PST)

FORT SHERMANS OFFICERS' QUARTERS (FSQ)
FACULTY OFFICES, HERITAGE CONFERENCE ROOM

NOT USED

LAKESIDE CENTER (LKC)
CHILDREN'S CENTER CHILD CARE

WINTON HALL (WIN)
PHYSICAL EDUCATION CLASSROOMS, FACULTY OFFICES

NOT USED

RIVER BUILDING (RVB)
CAMPUS SAFETY AND SECURITY, PARKING PERMITS, MAIL AND COPY CENTER, TRANSPORTATION

LEE HALL ANNEX (LHA)
WRITING CENTER, MODERN LANGUAGES LAB

SEITER HALL (STR) - NOT IN CONTRACT
SCIENCE AND MATH CLASSROOMS, FACULTY OFFICES, CENTER FOR EDUCATIONAL ACCESS

FORT SHERMAN MUSEUM (FSM) - NOT IN CONTRACT

HEDLUND BUILDING (HED)
EMERY'S RESTAURANT, PROFESSIONAL-TECHNICAL OFFICE, PROFESSIONAL-TECHNICAL STUDENT SUPPORT SERVICES COORDINATOR, CLASSROOMS

SHERMAN ADMINISTRATION BUILDING (SHE)
PRESIDENT'S OFFICE, HUIMAN RESOURCES, COLLEEGE RELATIONS, NIC FOUNDATION, ALUMNI ASSOCIATION, GRANTS

NOT USED

BOSWELL HALL (BOS)
SCHULER AUDITORIUM, INSTRUCTIONAL MEDIA SERVICES, CLASSROOMS, CORNER GALLERY, BOX OFFICE, COMMUNICATION/FINE ARTS/HUMANITIES
DIVISION

MOLSTEAD LIBRARY (MOL)
LIBRARY, TODD LECTURE HALL, TELECOMMUNICATIONS CLASSROOM, COMPUTER LABS, OFFICE OF INSTRUCTION, DISTANCE EDUCATION,
CLASSROOMS

SUNSPOT - NOT IN CONTRACT

TIMBER HALL (TMH)
TESTING CENTER

HEADWATERS COMPLEX A (HWNCA)
FACILITIES OPERATIONS OFFICE, PHYSICAL PLANT

HEADWATERS COMPLEX B (HNCB)
CAMPUS SECURITY, PARKING SERVICES

HEADWATERS COMPLEX € (HWCC) - NOT IN CONTRACT
STORAGE

HEADWATERS COMPLEX D (HNCD)
EROUNDS

HEADWATERS COMPLEX E (HWNCE)
CUSTODIAL

WORK FORCE TRAINING AND COMMUNITY EDUCATION CENTER (WTE) - REFERENCE E2.13.| FOR MAP
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DATA OUTLET. NUMBER INDICATES QUANTITY OF UTP
DROPS. PROVIDE STEEL SURFACE RACENAY FOR DATA
OUTLET AND CABLING. WHERE POSSIBLE ON INTERIOR
STUD AND SHEETROCK WALLS PROVIDE INSTALLATION
PER DETAIL "A" ON DRANING E3.0. PATCH AND REPAIR
WALL TO MATCH EXISTING.

FLUSH FLOOR BOX, 2 COMPARTMENT, DATA.

NUMBER INDICATES QUANTITY OF NEW UTP DROPS.

"E" INDICATES EXISTING BOX WITH CONDUIT TO ACCESSIBLE
LOCATION.

DATA POLE. NUMBER INDICATES QUANTITY OF UTP DROPS. E
INDICATES EXISTING.

PROVIDE WIRELESS COVERAGE FOR SPACE WITHIN THIS LINE.

DATA COMMUNICATIONS RACK.
"MDF" INDICATES MAIN DISTRIBUTION FRAME, "IDF" INDICATES
INTERMEDIATE DISTRIBUTION FRAME.

NOTE: UPS PONER IS PROVIDED NEAR DATA COMMUNICATION
RACK.

EXISTING WIRELESS ACCESS POINT.

TEXT INDICATES MANUFACTURER AND MODEL. REMOVE AND
RETURN TO ONWNER. PATCH AND REPAIR WALL AND CEILING
SURFACE TO MATCH EXISTING.

DRAWING INDEX

ABBREVIATIONS
AAMP - AMPERE IC - ISOLATION CONTACTOR
AL - ALARM ISR - INTRINSICALLY SAFE RELAY
AC - AIR COMPRESSOR Kl - KEY INTERLOCK
AF - AMPERE FRAME KVARH - KILOVAR HOUR
AFF - ABOVE FINISHED FLOOR KANH - KILOWATT HOUR
AFS - AMPERE FUSE L - LOW
Al - ANALOG INPUT POINT (PLC) LcP - LOCAL CONTROL PANEL
AL - AMBER INDICATING LIGHT LS - LIMIT SWITCH
ALT - ALTERNATOR N - NEUTRAL
AC - ANALOG OUTPUT POINT (PLC) MCC - MOTOR CONTROL CENTER
AS - AMPERE SWITCH MCP - MAIN CONTROL PANEL
AT - AMPERE TRIP MFER - MANUFACTURER
ATS - AUTOMATIC TRANSFER SWITCH MOV - MOTOR OPERATED VALVE
BC - BATTERY CHARGER OIT - OPERATOR IN TROUBLE
BH - BLOCK HEATER PBL - PUSH BUTTON - LIGHTED
BIL - BLUE INDICATING LIGHT PB - PUSH BUTTON
BP - BYPASS CONTACTOR PFR - PHASE FAILURE RELAY
C - CONDUIT (ERS) PS - PRESSURE SWITCH
CB - CIRCUIT BREAKER PT - POTENTIAL TRANSFORMER
CP - CONTROL PANEL PVC - POLY VINYL CHLORIDE (CONDUIT)
CPT - CONTROL POWER XFMR RHP - RADIANT HEAT PANEL
CT - CURRENT TRANSFORMER RIL - RED INDICATING LIGHT
CV - CHECK VALVE RTM - RUN TIME METER
DB - DIRECT BURIED SA - SURGE ARRESTOR
DE - DOUBLE END S5 - STAINLESS STEEL
DE. - DEAD END STP - SHIELDED TWISTED PAIR
DEM - DEMAND SV - SOLENOID VALVE
DF - DEMAND FACTOR T - THERMOSTAT
Dl - AC DIGITAL INPUT POINT (PLC) TC - TIME cLocK
DO - AC DIGITAL OUTPUT POINT (PLC) TDOE - TIME DELAY ON ENERGIZATION
EF - EXHAUST FAN TDOD - TIME DELAY ON DE-ENERGIZATION
EXIST - EXISTING TNI - TELEPHONE NETWORK INTERFACE
GND - GROUND UH - UNIT HEATER
GIL - SGREEN INDICATING LIGHT UTP - UNSHIELDED TWISTED PAIR
GRS - GALVANIZED RIGID STEEL(CONDUIT) VED - VARIABLE FREQUENCY DRIVE
H - HOT, HIGH WIL - WHITE INDICATING LIGHT
HA - HAND HOLE WP - WEATHER PROOF
HOA - HAND-OFF-AUTO XFMR - TRANSFORMER
| - INTRUSION SWITCH
HIM - HUMAN INTERFACE MODULE
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REFERENCE SYMBOLS

SHT NO. [SHEET TITLE
E1.1 ELECTRICAL LEGEND AND NOTES
E21.1 |BOSWELL HALL (BOS) FIRST FLOOR PLAN
E21.2 |[BOSWELL HALL (BOS) SECOND FLOOR PLAN
E221 [CHRISTIANSON GYM (GYM) MAIN LEVEL PLAN
E222 [CHRISTIANSON GYM (GYM) UPPER LEVEL PLAN
E231 |EDMINSTER STUDENT UNION (SUB) LOWER FLOOR PLAN
E232 |EDMINSTER STUDENT UNION (SUB) FIRST FLOOR PLAN
E2.3.3 |EDMINSTER STUDENT UNION (SUB) SECOND FLOOR PLAN
E241 |FORT SHERMAN OFFICERS QUARTERS (FSQ) FIRST & SECOND FLOOR PLAN
E251 |HEDLUND BUILDING (HEB) FIRST FLOOR PLAN
E252 |HEDLUND BUILDING (HEB) SECOND FLOOR PLAN
E26.1 |HEADWATERS COMPLEX (HWC) HWC(A), HWC(B), HWC(D), HWC(E)
E27.1 |[LAKESIDE CHILDRENS CENTER (LKC) FLOOR PLAN
E28.1 |[LEE HALL ANNEX(LHA) FLOOR PLAN
E29.1 [LEE-KILDOW HALL (LK) FIRST FLOOR PLAN
E29.2 [LEE-KILDOW HALL (LK) SECOND FLOOR PLAN
E2.10.1 [McLAIN BUILDING (MCL) MAIN FLOOR PLAN
E2.11.1 [MEYER HEALTH & SCIENCE BUILDING (MHS) FIRST FLOOR PLAN
E2.11.2 |[MEYER HEALTH & SCIENCE BUILDING (MHS) SECOND FLOOR PLAN
E2.12.1 |MOLSTEAD LIBRARY BUILDING (MOL) FIRST FLOOR PLAN
E2.12.2 |[MOLSTEAD LIBRARY BUILDING (MOL) SECOND FLOOR PLAN
E2.13.1 |WORKFORCE TRAINING & COMMUNITY ED. CTR. BLDG #11 (WTE) - FLOOR PLAN
E2.14.1 |SHERMAN ADMINISTRATION BUILDING (SHE) FIRST FLOOR PLAN
E2.15.1 |[SIEBERT BUILDING (SBT) BASEMENT PLAN
E2.15.2 |[SIEBERT BUILDING (SBT) FIRST FLOOR PLAN
E2.15.3 |[SIEBERT BUILDING (SBT) SECOND FLOOR PLAN
E2.16.1 |[TIMBER HALL (TMH) FLOOR PLAN
E2.17.1 [WINTON HALL & POST HALL (WIN/PST) FLOOR PLANS
E2.18.1 |RIVER BUILDING (RVB) FLOOR PLAN
E3.0 ELECTRICAL SCHEDULES AND DETAILS
BID SCHEDULE
BUILDING NAME
EDMINSTER STUDENT UNION BUILDING (SUB)
MEYER HEALTHAND SCIENCES BUILDING (MHS)
MOLSTEAD LIBRARY (MOL)
BASE BID LEE HALL ANNEX (LHA)
LEE-KILDOW HALL (LK)
HEDLUND BUILDING (HEB)
SIEBERT BUILDING (SBT)
BOSWELL HALL (BOS
ALTERNATE ADDITIVE #1 [=-=2=-= 0 G( = C)L)
WINTON HALL (WIN)

ALTERNATE ADDITIVE #2 [SHERMAN ADMINISTRATION BUILDING (SHE)

POSTHALL (PST)

ALTERNATE ADDITIVE #3 [CHRISTIANSON GYMNASIUM (GYM)

FORT SHERMAN OFFICERS' QUARTERS (FSQ)

ALTERNATE ADDITIVE #4 |TIMBER HALL (TMH)

HEADWATERS COMPLEX (HWC)

ALTERNATE ADDITIVE #5

RIVER BUILDING (RVB)

LAKESIDE CHILDREN'S CENTER (LKC)

ALTERNATE ADDITIVE #6 |WORKFORCE TRAINING & COMMUNITY EDUCATION CENTER BUILDING (WTE)

DETAIL NUMBER
SHEET ON WHICH

SECTION LETTER “ DETAIL APPEARS
@ ‘ W DETAIL AREA
_ L
SHEET ON WHICH A
SECTION APPEARS { \
/
\ o

DETAIL NUMBER SECTION LETTER
DETAIL /T{ SECTION @

SCALE XXX SCALE:
SHEET FROM WHERE SHEET ON WHICH
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SYMBOL DESCRIPTION E
DATA OUTLET. NUMBER INDICATES QUANTITY OF UTP I
DROPS. PROVIDE STEEL SURFACE RACEWAY FOR DATA
W OUTLET AND CABLING. WHERE POSSIBLE ON INTERIOR 3
3 STUD AND SHEETROCK WALLS PROVIDE INSTALLATION
PER DETAIL "A" ON DRAWING E3.0. PATCH AND REPAIR
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SYMBOL DESCRIPTION
DATA OUTLET. NUMBER INDICATES QUANTITY OF
UTP DROPS. PROVIDE STEEL SURFACE RACEWAY
FOR DATA OUTLET AND CABLING. WHERE
W 3 POSSIBLE ON INTERIOR STUD AND SHEETROCK

WALLS PROVIDE INSTALLATION PER DETAIL "A"
ON DRANWING E3.0. PATCH AND REPAIR WALL TO

MATCH EXISTING.

FLUSH FLOOR BOX, 2 COMPARTMENT, DATA.
NUMBER INDICATES QUANTITY OF NEW UTFP DROPS.
"E" INDICATES EXISTING BOX WITH CONDUIT TO

ACCESSIBLE LOCATION.

DATA POLE. NUMBER INDICATES QUANTITY OF UTP

DROPS. E INDICATES EXISTING.

PROVIDE WIRELESS COVERAGE FOR SFPACE WITHIN

THIS LINE.
DATA COMMUNICATIONS RACK.

"MDF" INDICATES MAIN DISTRIBUTION FRAME, "IDF"
INDICATES INTERMEDIATE DISTRIBUTION FRAME.

NOTE: UPS PONWER |S PROVIDED NEAR DATA

COMMUNICATION RACK.
EXISTING WIRELESS ACCESS POINT.

TEXT INDICATES MANUFACTURER AND MODEL.
REMOVE AND RETURN TO OWNER. PATCH AND REPAIR
WALL AND CEILING SURFACE TO MATCH EXISTING.
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SENERAL NOTES:
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CONDITIONS, WALL CONSTRUCTION, AND FLOOR
FINISH PRIOR TO BIDDING. NO ADJUSTMENT IN
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CONTRACTORS' FAILURE TO EVALUATE EXISTING

CONDITIONS.
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PROVIDE WIRELESS COVERAGE FOR SFPACE WITHIN THIS LINE.

DATA COMMUNICATIONS RACK.
"MDF" INDICATES MAIN DISTRIBUTION FRAME, "IDF" INDICATES
INTERMEDIATE DISTRIBUTION FRAME.
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EXISTING WIRELESS ACCESS POINT.
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INTERMEDIATE DISTRIBUTION FRAME.
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2l 2
DATA OUTLET. NUMBER INDICATES QUANTITY OF UTP I
DROPS. PROVIDE STEEL SURFACE RACEWAY FOR DATA
V OUTLET AND CABLING. WHERE POSSIBLE ON INTERIOR 5l 5
3 STUD AND SHEETROCK WALLS PROVIDE INSTALLATION
PER DETAIL "A" ON DRAWING E3.0. PATCH AND REPAIR
WALL TO MATCH EXISTING.
FLUSH FLOOR BOX, 2 COMPARTMENT, DATA.,
B = NUMBER INDICATES GQUANTITY OF NEW UTP DROPS. )
"E" INDICATES EXISTING BOX WITH CONDUIT TO ACCESSIBLE S|,
LOCATION. 2le
Ll
= DATA POLE. NUMBER INDICATES QUANTITY OF UTP DROPS. E x|
INDICATES EXISTING. Q
T 77 77 PROVIDE WIRELESS COVERAGE FOR SPACE WITHIN THIS LINE. o
om
o
DATA COMMUNICATIONS RACK. 2
MDE '"MDF" INDICATES MAIN DISTRIBUTION FRAME, "IDF" INDICATES N
INTERMEDIATE DISTRIBUTION FRAME. 2
NOTE: UPS POWER |5 PROVIDED NEAR DATA COMMUNICATION & o
RACK.
I
EXISTING WIRELESS ACCESS POINT. T ] N 2 @
TYPE TEXT INDICATES MANUFACTURER AND MODEL. REMOVE AND Slo  wLw2l|g
J RETURN TO OWNER. PATCH AND REPAIR WALL AND CEILING =3 38x2
o4 SURFACE TO MATCH EXISTING. W2 =& g
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@ ALL WALL VOICE/DATA OUTLETS ARE 4 PORT MINIMUM WITH 2 DROPS AND JACKS PER OUTLET, e NI
% S HHEE
@ A VOICE/DATA SYMBOL WITH AN ADJACENT NUMERAL, INDICATES THE QUANTITY OF DROPS AND SLl=1=1_12
JACKS AT THAT OUTLET. FOR EXAMPLE A SYMBOL WITH A NUMBER "3" WOULD REQUIRE 3 A AR
DROPS/JACKS AND ONE BLANK. % ——
p alg|z|Yy
@ ALL UNUSED PORTS ARE TO BE EQUIPPED WITH BLANKS. O lz|zl¥]Y8
< | » ] (@] o
PROVIDE (I) CAT 5e CABLE FOR EACH ACTIVE PORT TO THE DESIGNATED MDF OR IDF. S|5|5|g|=
@ ALL JACKS ARE TO BE CAT 5¢ RATED (VOICE & DATA).
WHERE DEVICE 19 LOCATED IN EXISTING WALL, PROVIDE "OLD WORK" BOX OR DEVICE PLATE.
DATA/NOICE WALL OUTLET DETAIL /A YPICAL NEN DATA OUTLET /B DATA/NOICE WALL OUTLET DETAIL /Y
NOT TO SCALE -/ -/ -/

Engineering

Incorporated

AEI

@ PROVIDE NEW STEEL SURFACE RACEWAY.

@ PROVIDE NEW STEEL SURFACE DEVICE BOX.

Coeur d'Alene, ID 83814
(208) 666-4001 office (208) 666-4021 fax

@ REMOVE EXISTING DATA OUTLET AND REPLACE WITH NEW USING EXISTING CONDUIT SYSTEM.

1910 NW Boulevard, Suite 201

REPLACE EXISTING RACEWAY AND DEVICE BOX.
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